
UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION IX 

July 27, 2004 

Mr. F. Andrew Piszkin 
BRAC Environmental Coordinator 
Base Realignment and Closure 
Marine Corps Air Station, El Toro 
7040 Trabuco Road 
Irvine, CA.92618 

75 Hawthorne Street 
San Francisco, CA 94105 

M60050_003835 
MCAS EL TORO 
SSIC NO. 5090.3.8 

RE: EPA Review Comments on 90% Design Submittal, Shallow Groundwater Unit Remedy, 
IRP Site 24, Former MCAS El Toro, dated June, 2004 

Dear Mr. Piszkin: 

EPA has reviewed the above-referenced document in support of the remedial design for 
the shallow groundwater plume at IRP Site 24. While many of these comments are not necessary 
in order to achieve EPA approval of the final design, by addressing them you will be providing a 
more complete document to the field crew tasked with implementing the remedial design for Site 
24. 

If you have any questions, please call me at (415) 972-3012. 

cc: Karnig Ohannessian, SWDIV 
John Broderick, RWQCB 
Tayseer Mahmoud, DTSC 

Sincerely, 

IliA fir.{ 1 ~A fodvy 
Ni~ol;Mo~~u~ f' - . 

Project Manager 
Federal Facilities Cleanup Branch 

Marcia Rudolph, RAB Subcommittee Chair 
Robert Woodings, RAB Co-Chair 
Herb Levine, EPA 

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION IX 

July 27, 2004 

Mr. F. Andrew Piszkin 
BRAC Environmental Coordinator 
Base Realignment and Closure 
Marine Corps Air Station, El Toro 
7040 Trabuco Road 
Irvine, CA.92618 

75 Hawthorne Street 
San Francisco, CA 94105 

M60050_003835 
MCAS EL TORO 
SSIC NO. 5090.3.8 

RE: EPA Review Comments on 90% Design Submittal, Shallow Groundwater Unit Remedy, 
IRP Site 24, Former MCAS El Toro, dated June, 2004 

Dear Mr. Piszkin: 

EPA has reviewed the above-referenced document in support of the remedial design for 
the shallow groundwater plume at IRP Site 24. While many of these comments are not necessary 
in order to achieve EPA approval of the final design, by addressing them you will be providing a 
more complete document to the field crew tasked with implementing the remedial design for Site 
24. 

If you have any questions, please call me at (415) 972-3012. 

cc: Karnig Ohannessian, SWDIV 
John Broderick, RWQCB 
Tayseer Mahmoud, DTSC 

Sincerely, 

IliA fir.{ 1 ~A fodvy 
Ni~ol;Mo~~u~ f' - . 

Project Manager 
Federal Facilities Cleanup Branch 

Marcia Rudolph, RAB Subcommittee Chair 
Robert Woodings, RAB Co-Chair 
Herb Levine, EPA 

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY 
REGION IX 

July 27, 2004 

Mr. F. Andrew Piszkin 
BRAC Environmental Coordinator 
Base Realignment and Closure 
Marine Corps Air Station, El Toro 
7040 Trabuco Road 
Irvine, CA.92618 

75 Hawthorne Street 
San Francisco, CA 94105 

M60050_003835 
MCAS EL TORO 
SSIC NO. 5090.3.8 

RE: EPA Review Comments on 90% Design Submittal, Shallow Groundwater Unit Remedy, 
IRP Site 24, Former MCAS El Toro, dated June, 2004 

Dear Mr. Piszkin: 

EPA has reviewed the above-referenced document in support of the remedial design for 
the shallow groundwater plume at IRP Site 24. While many of these comments are not necessary 
in order to achieve EPA approval of the final design, by addressing them you will be providing a 
more complete document to the field crew tasked with implementing the remedial design for Site 
24. 

If you have any questions, please call me at (415) 972-3012. 

cc: Karnig Ohannessian, SWDIV 
John Broderick, RWQCB 
Tayseer Mahmoud, DTSC 

Sincerely, 

IliA fir.{ 1 ~A fodvy 
Ni~ol;Mo~~u~ f' - . 

Project Manager 
Federal Facilities Cleanup Branch 

Marcia Rudolph, RAB Subcommittee Chair 
Robert Woodings, RAB Co-Chair 
Herb Levine, EPA 



Commen_ on the 90% Des_n Submi_M for ShMMw Groundwa_r Unit Reme_M Action"
Installation R_ration Program Si_ 24 V_afiM Organ_ Compounds Source Area,
Former Marine Corps Air Station, El Toro, June 2004

GENERAL COMMENT

1. The organization of the project (roles of Weston and Each Technology) is only clearly
defined in the Contingency Plan (Appendix _. For clarity, please provide this project
organizatiogal material in the main text as well.

SPECIFIC COMMENTS

1. Section 4.3 Piping Network Installation, Page 4-5: Drawing C-11 is refe_ed to for a
typic_ trench cross-section; howeve_ C-11 does not include a trench cross-section. On
Page 4-6, the design document st_es that a typic_ wench cross-section will be provided
in the Dra_ Finfl 90 Percent Deign. Howeve_ a dra_ final 90 percent design is not
included in the pr_ect schedu_, Figure 3. Please include detailed cross-sections for each

segment of _ench that contfins a different configuration of utilities and pipe diame_.

2. Section 4.3.4 Connection to Modified IDP Sys_m, Page 4-7: R does not appear_ _e
designdocumen_ contfin suffident d_fil _gar_ng the connectionto the _vine Des_r
Pr_ect (IDP) sys_m to enable the contractorto perform this work. Please revise the
design documen_ to describe in derail how _e ex_action sys_m piping will be
connec_d to _e IDP t_ment sys_m, _c_ng appropri_eprocedu_s anddetfil
drawings which sperry _pe sizes, types,fittings, leng_s, etc.

3. Section 4.3.1.1, Excavation, Page 4-5: The requi.rementsfor promcfing worke_ in
trenches va._ bet_veenSection 4.3.1.1 and SpeNfication Section 02222. Title 8 of _e
CNifomia Code of Reg_ations (CCR), Subchapmr 4. Con_rucfion Safety Order, A_icle
6. Excavations, SeCtion1541.1Req_mmems for Pro_cfive Sys_ms pit,des d_MMd
_q_ments for promcting worke_. Pr_ecfion for worke_ is required unless the trench
is less than 5 _et deep and a comp_em pe_on determ_es _ere is no po_ntiM for cave-
in. In the event that any trenches are construcmd for this pr_ect _at am morn than 5 _et
deep and which workers may be present, please _vise the design submiaM to inNc_e
thin _1 of the ap#_abM pro_Nons of _e CCR will be complied wi_ r_her _an,
"Trenches gmamr than 4 _et deep will be evMuNedfor shoring or sloping measures
_q_d _ ensu_ the protection of workers." Spe_ficMl_ please assure th_ a
'2ompe_nt perth" Os defined in the CCR) inspects all t_nches into which worke_ may
enteL regardMssof dep_, and _ the '2ompemnt pe_off' does not see any _Ncation of
a po_ntiM caveqn.

Appendix C, Drawings

1. Drawing M-_ M_haM_l D_aHs: The _awing of the equMization t_k _d _sodmed
piping is _comN_m R does not include the carbon films vMvesand fittings am not

Comments on the 90% Design Submittal for Shallow Groundwater Unit Remedial Action' 
Installation Restoration Program Site 24 Volatile Organic Compounds Source Area, 
Former Marine Corps Air Station, EI Toro, June 2004 

GENERAL COMMENT 

1. The organization of the project (roles of Weston and Earth Technology) is only clearly 
defined in the Contingency Plan (Appendix I). For clarity, please provide this project 
organizatioI1al material in the main text as well. 

SPECIFIC COMMENTS 

1. Section 4.3 Piping Network Installation, Page 4-5: Drawing C-11 is referred to for a 
typical trench cross-section; however, C-ll does not include a trench cross-section. On 
Page 4-6, the design document states that a typical trench cross-section will be provided 
in the Draft Final 90 Percent Design. However, a draft final 90 percent design is not 
included in the project schedule, Figure 3. Please include detailed cross-sections for each 
segment of trench that contains a different configuration of utilities and pipe diameters. 

2. Section 4.3.4 Connection to lVlodified IDP System, Page 4-7: It does not appear that the 
design documents contain sufficient detail regarding the connection to the Irvine Desalter 
Project (IDP) system to enable the contractor to perform this work. Please revise the 
design documents to describe in detail how the extraction system piping will be 
connected to the IDP treatment system, including appropriate procedures and detail 
drawings which specify pipe sizes, types, fittings, lengths, etc. 

3. Section 4.3.1.1, Excavation, Page 4-5: The requirements for protecting workers in 
trenches vary between Section 4.3.1.1 and Specification Section 02222. Title 8 of the 
California Code of Regulations (CCR), Subchapter 4. Construction Safety Orders, Article 
6. Excavations, Section 1541.1 Requirements for Protective Systems provides detailed 
requirements for protecting workers. Protection for workers is required unless the trench 
is less than 5 feet deep and a competent person determines there is no potential for cave
in. In the event that any trenches are constructed for this project that are more than 5 feet 
deep and which workers may be present, please revise the design submittal to indicate 
that all of the applicable provisions of the CCR will be complied with rather than, 
"Trenches greater than 4 feet deep will be evaluated for shoring or sloping measures 
required to ensure the protection of workers." Specifically, please assure that a 
"competent person" (as defined in the CCR) inspects all trenches into which workers may 
enter, regardless of depth, and that the "competent person" does not see any indication of 
a potential cave-in. 

Appendix C, Drawings 

1. Drawing M-3, Mechanical Details: The drawing of the equalization tank and associated 
piping is incomplete. It does not include the carbon filter, valves and fittings are not 
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GENERAL COMMENT 

1. The organization of the project (roles of Weston and Earth Technology) is only clearly 
defined in the Contingency Plan (Appendix I). For clarity, please provide this project 
organizatioI1al material in the main text as well. 

SPECIFIC COMMENTS 

1. Section 4.3 Piping Network Installation, Page 4-5: Drawing C-11 is referred to for a 
typical trench cross-section; however, C-ll does not include a trench cross-section. On 
Page 4-6, the design document states that a typical trench cross-section will be provided 
in the Draft Final 90 Percent Design. However, a draft final 90 percent design is not 
included in the project schedule, Figure 3. Please include detailed cross-sections for each 
segment of trench that contains a different configuration of utilities and pipe diameters. 

2. Section 4.3.4 Connection to lVlodified IDP System, Page 4-7: It does not appear that the 
design documents contain sufficient detail regarding the connection to the Irvine Desalter 
Project (IDP) system to enable the contractor to perform this work. Please revise the 
design documents to describe in detail how the extraction system piping will be 
connected to the IDP treatment system, including appropriate procedures and detail 
drawings which specify pipe sizes, types, fittings, lengths, etc. 

3. Section 4.3.1.1, Excavation, Page 4-5: The requirements for protecting workers in 
trenches vary between Section 4.3.1.1 and Specification Section 02222. Title 8 of the 
California Code of Regulations (CCR), Subchapter 4. Construction Safety Orders, Article 
6. Excavations, Section 1541.1 Requirements for Protective Systems provides detailed 
requirements for protecting workers. Protection for workers is required unless the trench 
is less than 5 feet deep and a competent person determines there is no potential for cave
in. In the event that any trenches are constructed for this project that are more than 5 feet 
deep and which workers may be present, please revise the design submittal to indicate 
that all of the applicable provisions of the CCR will be complied with rather than, 
"Trenches greater than 4 feet deep will be evaluated for shoring or sloping measures 
required to ensure the protection of workers." Specifically, please assure that a 
"competent person" (as defined in the CCR) inspects all trenches into which workers may 
enter, regardless of depth, and that the "competent person" does not see any indication of 
a potential cave-in. 

Appendix C, Drawings 

1. Drawing M-3, Mechanical Details: The drawing of the equalization tank and associated 
piping is incomplete. It does not include the carbon filter, valves and fittings are not 



labeled or de_ribe_ and fizes am not _cme& Please revise this drawing to show
suffi_t d_tN1_r co_tmcfion.

2. Drawing S1, S_u_urM Details: The Nab de_gn does not include subgrade,
reinfomement, thickne_, or concern mix deNgn. PEase provide the design for the slab
in the draR finn 90 pement design. AdNtionN1N please include the seismi_wind
cNculations for _e eq_pment anchors.

Appendix E, EnNneeNng CNculafions for Pipe DeNgn:

1. Section E4.1 Ex_acfion Wall Pumps: The pumps _commended as a result of _e
cNc_ations p_senmd _ _is _ppen_x _e Grundfos ReN-Flo3; howevec Nffemnt
mod_s of Grundfos pumps are li_ed in Spe_fication Section 11212. Please reuse _e
deNgn documents to provide cNculations which suppo_ the selection of Grundfos
Models 10S20-27, 10S15-21, and 16S15-14 r_her _an the Grundfos ReN-Flo series.
Also, the pumNng head and flow r_e for each well fismd in the spe_fications are
Nffe_nt _om _ose use in _e cNc_ations. Please _se _e cNcMations_ use _e
specified d_a.

2. Tab_ E.1-3-M_cellaneous Ca_ulafion Notes: This _b_ pin,des key information for
in_rpreting the c_c_ations presen_d o_y in summary form in Table E-l; howeve_ _is
table seems to be misting _formation and senmnces are cutoff. Please revise _is _ble
to provide comp_ information.

Appendix F, Defign Specifications

1. Spedfication Section 0135_ Environmental Protection: This specification is
incomple_. For example, paragraph 3.11 _es th_ contamin_ed en_ronmentfl
me_a...sh_l be managed but does not _a_ how this will be done. ff Spe_fication
Section 02120, Transpo_ation and Disposfl of Reme_ion Derived Wa_es, is meant _
apply here, it should be clearly stated.

2. Specification Section 01770, C_seout Procedures, Page 1: The req_red accuracy for
ve_ic_ survefing lis_d in the spedfication is 0.1 fe_. Veaic_ surveys can be contr_d
much more accurate_ _an 0.1 _e_ though 0.1 feet may be sufficient if _e groundw_er
gra_ent is s_ep. Ty_c_l_ dep_s to groundw_er are measured Io _e neare_ 0.01 _,
w_ch is req_red for _is projecL which ironies a need for higher order accuracyof _e
casing survey. Please consider wh_her 0.1 _et is suffic_ntly accurate for con_tions at
El Toro and reuse _e speofication if require_

3. Specification Section 0222_ Excavation, Trenchin_ and Backfill, Page 3:-The
spedfication st_es that pipe and conduit _enches sh_l be excav_ed as recommended by
the manufacturer of the pipe; howeve_ in this case the pioe and cond_t are to be in_d
in com_ned trenches. Therefore, the manufacture_ recommendation for a paaic_ar type
of pipe will not address _e appropri_e installation in this fituation. Please reuse _e
spedfication to in_c_e how the _enches should be excava_d for com_ned _scharge

labeled or described, and sizes are not indicated. Please revise this drawing to show 
sufficient detail for construction. 

2. Drawing SI, Structural Details: The slab design does not include subgrade, 
reinforcement, thickness, or concrete mix design. Please provide the design for the slab 
in the draft final 90 percent design. Additionally, please include the seismic/wind 
calculations for the equipment anchors. 

Appendix E, Engineering Calculations for Pipe Design: 

1. Section E4.1 Extraction Well Pumps: The pumps recommended as a result of the 
calculations presented in this appendix are Grundfos Redi-Fl03; however, different 
models of Grundfos pumps are listed in Specification Section 11212. Please revise the 
design documents to provide calculations which support the selection of Grundfos 
Models lOS20-27, 10S15-21, and 16S15-14 rather than the Grundfos Redi-Flo series. 
Also, the pumping head and flow rate for each well listed in the specifications are 
different from those use in the calculations. Please revise the calculations to use the 
specified data. 

2. Table E.I-3-Miscellaneous Calculation Notes: This table provides key information for 
interpreting" the calculations presented only in summary form in Table E-1; however, this 
table seems to be missing information and sentences are cut-off. Please revise this table 
to provide complete information. 

Appendix F, Design Specifications 

1. Specification Section 01355, Environmental Protection: This specification is 
incomplete. For example, paragraph 3.11 states that contaminated environmental 
media ... shall be managed, but does not state how this will be done. If Specification 
Section 02120, Transportation and Disposal of Remediation Derived Wastes, is meant to 
apply here, it should be clearly stated. 

2. Specification Section 01770, Closeout Procedures, Page 1: The required accuracy for 
vertical surveying listed in the specification is 0.1 feet. Vertical surveys can be controlled 
much more accurately than 0.1 feet, though 0.1 feet may be sufficient if the groundwater 
gradient is steep. Typically, depths to groundwater are measured to the nearest 0.01 feet, 
which is required for this project, which implies a need for higher order accuracy of the 
casing survey. Please consider whether 0.1 feet is sufficiently accurate for conditions at 
EI Toro and revise the specification if required. 

3. Specification Section 02222, Excavation, Trenching, and Backfill, Page 3: The 
specification states that pipe and conduit trenches shall be excavated as recommended by 
the manufacturer of the pipe; however, in this case the pipe and conduit are to be installed 
in combined trenches. Therefore, the manufacturers recommendation for a particular type 
of pipe will not address the appropriate installation in this situation. Please revise the 
specification to indicate how the trenches should be excavated for combined discharge 

labeled or described, and sizes are not indicated. Please revise this drawing to show 
sufficient detail for construction. 

2. Drawing SI, Structural Details: The slab design does not include subgrade, 
reinforcement, thickness, or concrete mix design. Please provide the design for the slab 
in the draft final 90 percent design. Additionally, please include the seismic/wind 
calculations for the equipment anchors. 

Appendix E, Engineering Calculations for Pipe Design: 

1. Section E4.1 Extraction Well Pumps: The pumps recommended as a result of the 
calculations presented in this appendix are Grundfos Redi-Fl03; however, different 
models of Grundfos pumps are listed in Specification Section 11212. Please revise the 
design documents to provide calculations which support the selection of Grundfos 
Models lOS20-27, 10S15-21, and 16S15-14 rather than the Grundfos Redi-Flo series. 
Also, the pumping head and flow rate for each well listed in the specifications are 
different from those use in the calculations. Please revise the calculations to use the 
specified data. 

2. Table E.I-3-Miscellaneous Calculation Notes: This table provides key information for 
interpreting" the calculations presented only in summary form in Table E-1; however, this 
table seems to be missing information and sentences are cut-off. Please revise this table 
to provide complete information. 

Appendix F, Design Specifications 

1. Specification Section 01355, Environmental Protection: This specification is 
incomplete. For example, paragraph 3.11 states that contaminated environmental 
media ... shall be managed, but does not state how this will be done. If Specification 
Section 02120, Transportation and Disposal of Remediation Derived Wastes, is meant to 
apply here, it should be clearly stated. 

2. Specification Section 01770, Closeout Procedures, Page 1: The required accuracy for 
vertical surveying listed in the specification is 0.1 feet. Vertical surveys can be controlled 
much more accurately than 0.1 feet, though 0.1 feet may be sufficient if the groundwater 
gradient is steep. Typically, depths to groundwater are measured to the nearest 0.01 feet, 
which is required for this project, which implies a need for higher order accuracy of the 
casing survey. Please consider whether 0.1 feet is sufficiently accurate for conditions at 
EI Toro and revise the specification if required. 

3. Specification Section 02222, Excavation, Trenching, and Backfill, Page 3: The 
specification states that pipe and conduit trenches shall be excavated as recommended by 
the manufacturer of the pipe; however, in this case the pipe and conduit are to be installed 
in combined trenches. Therefore, the manufacturers recommendation for a particular type 
of pipe will not address the appropriate installation in this situation. Please revise the 
specification to indicate how the trenches should be excavated for combined discharge 



pipe and cond_L and make sure _e spe_fication is con_ent with both civil and
• e_fic_ draw_g det_ls. In ad_tion, paragraph 3.3 rears to the drawing for the warning

tape depth, but warn_g ropeis not shown on the drawings. Please include the dep_ of the
warning tape on _e drawings.

4. Spedfication Section 02525, Extraction Wells, Page 3: The specification cont_ns
gr_nmize _q_ments for the extraction well filer packs. Ty_c_l_ filer packs are
selec_d in the field based on formation grin sizes. The Navy may have sufficient
experience at El Tort to be able to select filter pack gradations in advance. Please
consider whe_er fiker pack gradations should be selected in _e field and revise _e
spedfication if nece_ary.

5. Specification Section 02525, Extraction Wel_, Page 4: According to the design
narrative, page 4-5, the vault boxes will be provided with watertight covers; howeve_
this is not indicated in the specification. Please revise the specification, paragraph2.8.1,
to specify that watertight vault covers shall be provided.

_ Specification Section 02525, Extraction Well_ Page 5: Please in_c_e the types of
sam_es to be c_ed _om the bo_h_es and the in_s at which _e samp_s will be
c_e&

7. Specification Section 11246, High-Den_ty Cross-Linked Polyethylene Tank, Page 4:
Please include a spedfication for the _phase granular activ_ed carbon filter to be
plumbed to the tank vent in the accessories section.

8. Spedfication Section 15065, HDPE Pip_ Fi_ings, and Flanges, Page 3: The final
backfill compaction is specified to be 90 pe_ent Standard Procto_ This conWa_c_ the
compaction specified in Section 02222 of 95 pe_ent. Please correct this _sc_panc_

Append_ H, Construction Qu_i_ Control Plan

1. R appears that this CQCP was prepared by Weston to be used to verify that the work is
conducted in accordance with the Weston (February 2004) Remedi_ Action Work Plan
(RAWP). Section 01110 of the Spedfications (Appendix F) indicate that a Qu_ity
Con_ol Plan will be submitted along with a RAWP. A RAWP has _ready been prepared
and this Appendix is a qu_ity control plan. Please revise the document to indicate
whether the Appendix H CQCP and the previously preparedRAWP are the only RAWPS
and CQCPs to be prepared for this project. If so, the CQCP would be more appropfiatdy
aaached to the RAWP, along _viththe Heath and Safety Plan and other required
documents.

2. The CQCP does not follow the form_ or content requiremen_ of Spedfication Section
01450 Construction Qu_ity Con_ol. It does not follow the table of contents listed in
section 1.6.2.1 which specifies the m_or sections that should be included and the orde_
The CQCP does not have the qualifications for each person in the QC organization in
resume form_; does not include a listing of outside organizations that will be employed

pipe and conduit, and make sure the specification is consistent with both civil and 
electrical drawing details. In addition, paragraph 3.3 refers to the drawing for the warning 
tape depth, but warning tape is not shown on the drawings. Please include the depth of the 
warning tape on the drawings. 

4. Specification Section 02525, Extraction Wells, Page 3: The specification contains 
grain-size requirements for the extraction well filter packs. Typically, filter packs are 
selected in the field based on formation grain sizes. The Navy may have sufficient 
experience at EI Toro to be able to select filter pack gradations in advance. Please 
consider whether filter pack gradations should be selected in the field and revise the 
specification if necessary. 

5. Specification Section 02525, Extraction Wells, Page 4: According to the design 
narrative, page 4-5, the vault boxes will be provided with water-tight covers; however, 
this is not indicated in the specification. Please revise the specification, paragraph 2.8.1, 
to specify that water-tight vault covers shall be provided. 

6. Specification Section 02525, Extraction Wells, Page 5: Please indicate the types of 
samples to be collected from the boreholes and the intervals at which the samples will be 
collected. 

7. Specification Section 11246, High-Density Cross-Linked Polyethylene Tank, Page 4: 
Please include a specification for the air-phase granular activated carbon filter to be 
plumbed to the tank vent in the accessories section. 

8. Specification Section 15065, HDPE Pipe, Fittings, and Flanges, Page 3: The final 
backfill compaction is specified to be 90 percent Standard Proctor. This contradicts the 
compaction specified in Section 02222 of 95 percent. Please correct this discrepancy. 

Appendix H, Construction Quality Control Plan 

1. It appears that this CQCP was prepared by Weston to be used to verify that the work is 
conducted in accordance with the Weston (February 2004) Remedial Action Work Plan 
(RA WP). Section 01110 of the Specifications (Appendix F) indicate that a Quality 
Control Plan will be submitted along with a RA WP. A RA WP has already been prepared 
and this Appendix is a quality control plan. Please revise the document to indicate 
whether the Appendix H CQCP and the previously prepared RA WP are the only RA WPS 
and CQCPs to be prepared for this project. If so, the CQCP would be more appropriately 
attached to the RA WP, along with the Health and Safety Plan and other required 
documents. 

2. The CQCP does not follow the format or content requirements of Specification Section 
01450 Construction Quality Control. It does not follow the table of contents listed in 
section 1.6.2.1 which specifies the major sections that should be included and the order. 
The CQCP does not have the qualifications for each person in the QC organization in 
resume format; does not include a listing of outside organizations that will be employed 

pipe and conduit, and make sure the specification is consistent with both civil and 
electrical drawing details. In addition, paragraph 3.3 refers to the drawing for the warning 
tape depth, but warning tape is not shown on the drawings. Please include the depth of the 
warning tape on the drawings. 

4. Specification Section 02525, Extraction Wells, Page 3: The specification contains 
grain-size requirements for the extraction well filter packs. Typically, filter packs are 
selected in the field based on formation grain sizes. The Navy may have sufficient 
experience at EI Toro to be able to select filter pack gradations in advance. Please 
consider whether filter pack gradations should be selected in the field and revise the 
specification if necessary. 

5. Specification Section 02525, Extraction Wells, Page 4: According to the design 
narrative, page 4-5, the vault boxes will be provided with water-tight covers; however, 
this is not indicated in the specification. Please revise the specification, paragraph 2.8.1, 
to specify that water-tight vault covers shall be provided. 

6. Specification Section 02525, Extraction Wells, Page 5: Please indicate the types of 
samples to be collected from the boreholes and the intervals at which the samples will be 
collected. 

7. Specification Section 11246, High-Density Cross-Linked Polyethylene Tank, Page 4: 
Please include a specification for the air-phase granular activated carbon filter to be 
plumbed to the tank vent in the accessories section. 

8. Specification Section 15065, HDPE Pipe, Fittings, and Flanges, Page 3: The final 
backfill compaction is specified to be 90 percent Standard Proctor. This contradicts the 
compaction specified in Section 02222 of 95 percent. Please correct this discrepancy. 

Appendix H, Construction Quality Control Plan 

1. It appears that this CQCP was prepared by Weston to be used to verify that the work is 
conducted in accordance with the Weston (February 2004) Remedial Action Work Plan 
(RA WP). Section 01110 of the Specifications (Appendix F) indicate that a Quality 
Control Plan will be submitted along with a RA WP. A RA WP has already been prepared 
and this Appendix is a quality control plan. Please revise the document to indicate 
whether the Appendix H CQCP and the previously prepared RA WP are the only RA WPS 
and CQCPs to be prepared for this project. If so, the CQCP would be more appropriately 
attached to the RA WP, along with the Health and Safety Plan and other required 
documents. 

2. The CQCP does not follow the format or content requirements of Specification Section 
01450 Construction Quality Control. It does not follow the table of contents listed in 
section 1.6.2.1 which specifies the major sections that should be included and the order. 
The CQCP does not have the qualifications for each person in the QC organization in 
resume format; does not include a listing of outside organizations that will be employed 



by _e Con_ac_c does not fi_ the submi_N re_eweff_ by name; and does not include a
" _sfing plan and log _du_ng the specification paragraph mq_ring the test. Please revise

Re CQCP to _clude _e mqNmd _formation _ Re mq_md form_.

_ The CQCP in_c_es _ it, '_escribes spe_fic qu_i_ con_ol (QC) acfi_ties _ will be
implemen_d during _meNation wcrk _ IRP Si_ 24." Howeveq the descriptions of
specific acti_ties are _com_e. The list of DefinaNe Fe_ures of Work (DFW) on page
6-1 appears to be comp_, but there is very little detN1 on what specific quali_ control
acti_ties will be conducmd to assure _ the DFW am conduced in accordance with the

project Nans and specifications. For examNe, the Appen_x G _f AppenNx H) checNi_
for ElectricN Work asks Re QC _specmc "Is NI work in conformance wi_ NEC, OSHA
and CN OSHA mq_rements?" However, _e checNi_ does not inNc_e which spe_fic
NEC, OSHA, and CN OSHA _q_mmen_ are appficable to the work. The checNi_ for
Concr_e Work for Pad In_Nlation asks, "Have N1 mq_md submi_Ns been submitted
and approved for conformance with the SpeNficationsT' Please revise the CQCP to fi_
specific imms th_ am to be verified during construction.

_ The checklists in Appen_x G (of Appen_x H) _e Re work up in_ _m_ph_es:
pmpar_ory, inifiN and fol_w-u_ Howevec _e work described on _e checNis_ is
organized Nffemntl_ The Army Corps of EnNnee_ _Nc_es _ee Enoneering Pamph_t
EP 715-1-2, February 1990, A Guide to Effective Con_ac_r QuNity Con_ol [CQC] )
_ Re InitiN Phase covers the sta_ of actuN work on a DFW while the fol_w-up phase
con_s_ of _d_tion_ qu_i_ con_ol inspections On the DFW - i.e., Re fir_ w_l _stal_d
is _e _ifi_ work, subsequent wall _stallation wo_d be follow-up work. The checklists
in Appen_x G (of Appen_x H) for Re i_ti_ phase of work cover aspec_ of Re work
morn _pproprime for Re pmparmory phase and do not actu_ cover any of Re work m
be performed. Please reuse the chec_i_s for the Initial Phase to include the initi_ work
for each DFW _.g., the fi_t w_l __ the fimt segment of trench dug, the fi_t
segment of pipe _d _ c_er_. Please pro_de a procedure for determi_ng Re
amount of fol_w-up inspection that will be performed for each DFW. Please revise the
inspection chec_i_s in Appen_x G (of Appen_x H) to co_espond with the intent of the
CQCP.

_ The Appen_x G (of Appen_x H) checklists do not cont_n enough spedfic d_ls for
the DFW th_ exmnd over large areas (well in_Nlafion and _encNng). For example, the
_enching and backfilling checklists should be reused so th_ _ey can be used to
document that the mq_md msu were performed Nong the entire N_nment of the
NpdNes, i.e., there should be a sheet for each segment of the trench where the QC
inspector can document that Key verified trench depths, _ench bed_ng tNcknesses and
m_efiN qualities, pipe Nignment_ inifiN backfiH_N each fir of backfilfing, Re Proctor
curve used for backfill, the in-situ densiU and w_er conmnt a_er compaction,
construction me_ods, _c.

% Appendix G (of Appendix H): Each spe_fic fine i_m should in_ude _1 mq_mments
of the spedfication and Re specific i_ms to be verified. Please assure that _1
spedfication mq_mmen_ th_ are to be verified are lis_d in the checEis_.

by the Contractor; does not list the submittal reviewer(s) by name; and does not include a 
testing plan and log including the specification paragraph requiring the test. Please revise 
the CQCP to include the required information in the required format. 

3. The CQCP indicates that it, "describes specific quality control (QC) activities that will be 
implemented during remediation work at IRP Site 24." However, the descriptions of 
specific activities are incomplete. The list of Definable Features of Work (DFW) on page 
6-1 appears to be complete, but there is very little detail on what specific quality control 
activities will be conducted to assure that the DFW are conducted in accordance with the 
project plans and specifications. For example, the Appendix G (of Appendix H) checklist 
for Electrical Work asks the QC inspector, "Is all work in conformance with NEC, OSHA 
and Cal OSHA requirements?" However, the checklist does not indicate which specific 
NEC, OSHA, and Cal OSHA requirements are applicable to the work. The checklist for 
Concrete Work for Pad Installation asks, "Have all required submittals been submitted 
and approved for conformance with the Specifications?" Please revise the CQCP to list 
specific items that are to be verified during construction. 

4. The checklists in Appendix G (of Appendix H) divide the work up into three-phases: 
preparatory, initial and follow-up. However, the work described on the checklists is 
organized differently. The Army Corps of Engineers indicates (see Engineering Pamphlet 
EP 715-1-2, February 1990, A Guide to Effective Contractor Quality Control [CQC] ) 
that the Initial Phase covers the start of actual work on a DFW while the follow-up phase 
consists of additional quality control inspections on the DFW - i.e., the first well installed 
is the initial work, subsequent well installation would be follow-up work. The checklists 
in Appendix G (of Appendix H) for the initial phase of work cover aspects of the work 
more appropriate for the preparatory phase and do not actually cover any of the work to 
be performed. Please revise the checklists for the Initial Phase to include the initial work 
for each DFW (e.g., the first well installed, the first segment of trench dug, the first 
segment of pipe installed et cetera). Please provide a procedure for determining the 
amount of follow-up inspection that will be performed for each DFW. Please revise the 
inspection checklists in Appendix G (of Appendix H) to correspond with the intent of the 
CQCP. 

5. The Appendix G (of Appendix H) checklists do not contain enough specific details for 
the DFW that extend over large areas (well installation and trenching). For example, the 
trenching and backfilling checklists should be revised so that they can be used to 
document that the required tests were performed along the entire alignment of the 
pipelines, i.e., there should be a sheet for each segment of the trench where the QC 
inspector can document that they verified trench depths, trench bedding thicknesses and 
material qualities, pipe alignments, initial backfilling, each lift of backfilling, the Proctor 
curve used for backfill, the in-situ density and water content after compaction, 
construction methods, etc . 

.. ' 
7. Appendix G (of Appendix H): Each specific line item should include all requirements 

of the specification and the specific items to be verified. Please assure that all 
specification requirements that are to be verified are listed in the checklists. 
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_S_E TO P_O_ COMMENTSONTHE _ PERCENTDESIGN
S__

1. Specific Comment No. 3: The ofigin_ comment asked the Navy what _sts it in_nded to
run on the Tox_ity Charac_fistic Leaching Po_nti_ (TCLP) ex_acU resulting from
performing a leaching _st on fill brought on to the fi_. The Navy revised Section 02222
to require that the fill be "ce_ified" as clean. This response does not address the ofi_n_
comment. If fill is to be brought on to the si_, please specify what _sts will be conduced
on the fill by whom at wh_ rate and what standards will be used to assess the
acceptabi_ty of the fill.

2. • SpecificCommentNo.4: The ofigin_ commentaskedfor resolutionto a discrepancy
betweenthe spedficationsanddrawingsregardingWenchwidths.The responseresolved
the discrepancybyremovinganyrequiremen_on _ench widths_om both the
specificationsand drawings.Thisresul_ in a 90percentdesigndocumentfortwomiles
of _encheswhichdoesnot includeanywidthsor depthsfor the _enches.Pleaserevise
the designdocumentto includea det_l designfor eachsegmentof _ench including
specificationsfor beddin_ backfill,spacingof pipeandconduit,warningtapedepthet
cetera.

3. Specific Comment No. 5: The response indicates that Spe_fication 02525 will be
modified to cont_n procedures to mitig_e ag_n_ biofoulin_ but it was not revised as
stated. Section 4.2.4 appears to have been modified to address this comment. Please
revise Spedfication 02525 to address biofouHngconsistent with Section 4.2.4.

4. Comment No. 6: The response indic_es that the well vaults will not be equipped with
sumps. Even _lowing the construction of these _ells with sumps and sump pumps would
not have followed the C_ifornia Well Standards (see C_ifornia Depaament of W_er
Resources, Bul_fins 74-81 and 74-90). Please revise the design repo_ to address how the
wells will be se_ed to prevent the in_oduction of surface w_er into the wells.

RESPONSE TO PREVIOUS COMMENTS ON THE 60 PERCENT DESIGN 
SUBMITTAL 

1. Specific Comment No.3: The original comment asked the Navy what tests it intended to 
run on the Toxicity Characteristic Leaching Potential (TCLP) extracts resulting from 
performing a leaching test on fill brought on to the site. The Navy revised Section 02222 
to require that the fill be "certified" as clean. This response does not address the original 
comment. If fill is to be brought on to the site, please specify what tests will be conducted 
on the fill by whom at what rate and what standards will be used to assess the 
acceptability of the fill. 

2. . Specific Comment No.4: The original comment asked for resolution to a discrepancy 
between the specifications and drawings regarding trench widths. The response resolved 
the discrepancy by removing any requirements on trench widths from both the 
specifications and drawings. This results in a 90 percent design document for two miles 
of trenches which does not include any widths or depths for the trenches. Please revise 
the design document to include a detail design for each segment of trench including 
specifications for bedding, backfill, spacing of pipe and conduit, warning tape depth et 
cetera. 

3. Specific Comment No.5: The response indicates that Specification 02525 will be 
modified to contain procedures to mitigate against biofouling, but it was not revised as 
stated. Section 4.2.4 appears to have been modified to address this comment. Please 
revise Specification 02525 to address biofouling consistent with Section 4.2.4. 

4. Comment No.6: The response indicates that the well vaults will not be equipped with 
sumps. Even allowing the construction of these wells with sumps and sump pumps would 
not have followed the California Well Standards (see California Department of Water 
Resources, Bulletins 74-81 and 74-90). Please revise the design report to address how the 
wells will be sealed to prevent the introduction of surface water into the wells. 

RESPONSE TO PREVIOUS COMMENTS ON THE 60 PERCENT DESIGN 
SUBMITTAL 

1. Specific Comment No.3: The original comment asked the Navy what tests it intended to 
run on the Toxicity Characteristic Leaching Potential (TCLP) extracts resulting from 
performing a leaching test on fill brought on to the site. The Navy revised Section 02222 
to require that the fill be "certified" as clean. This response does not address the original 
comment. If fill is to be brought on to the site, please specify what tests will be conducted 
on the fill by whom at what rate and what standards will be used to assess the 
acceptability of the fill. 

2. . Specific Comment No.4: The original comment asked for resolution to a discrepancy 
between the specifications and drawings regarding trench widths. The response resolved 
the discrepancy by removing any requirements on trench widths from both the 
specifications and drawings. This results in a 90 percent design document for two miles 
of trenches which does not include any widths or depths for the trenches. Please revise 
the design document to include a detail design for each segment of trench including 
specifications for bedding, backfill, spacing of pipe and conduit, warning tape depth et 
cetera. 

3. Specific Comment No.5: The response indicates that Specification 02525 will be 
modified to contain procedures to mitigate against biofouling, but it was not revised as 
stated. Section 4.2.4 appears to have been modified to address this comment. Please 
revise Specification 02525 to address biofouling consistent with Section 4.2.4. 

4. Comment No.6: The response indicates that the well vaults will not be equipped with 
sumps. Even allowing the construction of these wells with sumps and sump pumps would 
not have followed the California Well Standards (see California Department of Water 
Resources, Bulletins 74-81 and 74-90). Please revise the design report to address how the 
wells will be sealed to prevent the introduction of surface water into the wells. 


